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EXECUTIVE DIRECTOR 

 
LOWELL REGIONAL WASTEWATER UTILITY 
 

WASTEWATER COLLECTION AND TREATMENT 

 
 

SERVING LOWELL 
CHELMSFORD 
DRACUT 
TEWKSBURY 
TYNGSBORO 

August 14, 2019 
  
 

RE:   MA0100633 
 
To Whom It May Concern: 
 
The following is an itemization of status and improvement for the Lowell Regional Wastewater Utility 
during July 2019.  Enclosed is a copy of the Discharge Monitoring Report for this period.   
 
The Discharge Monitoring Report is also now being submitted electronically to the Environmental 
Protection Agency through the NetDMR website.  
   
PERMIT EXCEEDANCES: 
 

There was one permit exceedance for the month of July 2019. 
• A permit exceedance occurred for the 12-month rolling average flow, in conduit or thru the 

treatment plant. The 12-Month rolling average flow after June is 32.27 MGD and our permit 
limit is 32.0 MGD. 

 
WET WEATHER CSO DIVIERSIONS/SECONDARY TREATMENT BYPASS: 
 

• Included on pages 9 and 10 of the Plant Operating Data attachment. 
 
FECAL COLIFORM: 
 

• Results of additional Fecal Coliform samples required during bypassing of secondary treatment, 
when applicable, are included on page 8 of the Plant Operating Data attachment. 

 

PROCESS CHANGES AND IMPROVEMENTS: 

• Anoxic periods in the last cell of the aeration system have been enabled, starting on April 16th.  
This was done to control rising NO3 levels. 

• Secondary Clarifier No. 3 remains offline as part of the Phase 2B construction project. The 
clarifier is undergoing a complete upgrade. This has temporarily limited flow through aeration 
and resulted in increased the blanket depths.  

• Primary Clarifiers No. 5 and 4 remain offline as part of the Phase 2B construction project. The 
clarifiers are undergoing a complete upgrade. This has limited flow through the primary clarifiers 
and wet weather flow capacity.  

• Aeration Blower 4 was taken offline and demolished on June 29th, as part of the Phase2B 
Construction. Installation of the new replacement blower started immediately after the 
demolition was completed. Aeration Blower No. 4 went online July 31st. 
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• Thickened Waste Pump No. 744 was replaced with a temporary progressive cavity pump on 
June 14th. This is being done as part of a new sludge pump technology trial.  

• Aeration Train No. 2 was taken offline on July 9th as part of the Phase 2B construction project. 
The tank is undergoing modifications to Cell 1 to help optimize the process post construction.  
 

MAJOR EQUIPMENT MAINTENANCE: 
 

• July 24th  – Screw Pump No. 4 out of service for repairs. 
 

COMMERCIAL POWER OUTAGES:   
 

• There was no power outages reported during this period. 
 
ODOR COMPLAINTS:  
 

• There was no odor complaints received during this period.  
 
MAJOR EQUIPMENT IN SERVICE FOR THIS PERIOD:       
 
Screw Pumps:        Nos. 1, 2, and 3 Chlorine Contact Tanks:  Nos. 1 and 2 
Primary Clarifiers:             Nos. 1, 2, 3, and 6  Gravity Thickeners:          Nos. 1 and 2 
Biological Selectors:            Nos. 1, 3, and 4 Belt Filter Presses:            No. 1  
Secondary Clarifiers:          Nos. 1, 2, and 4 Aeration Blowers:            Nos. 1, 2, 3 and 4 
Rotary Drum Thickeners:   BDP  Temporary Centrifuge:  Online 
 
PLANT EFFICIENCIES: 

 Influent Effluent Average Removal 
CBOD (5-Day): 249.1 mg/l 7.4 mg/l 95.2% 

Suspended Solids: 229.5 mg/l 13.6 mg/l 95.2% 
 
Respectfully, 
 
 
 
Aaron Fox, Operations Manager  
Lowell Regional Wastewater Utility      
First St. Blvd. (Rt. 110) 
Lowell MA  01850     



 NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) Form Approved. 

PERMITTEE NAME/ADDRESS (Include Facility Name/Location if Different) DISCHARGE MONITORING REPORT  (DMR) OMB No. 2040-0004

NAME:  LOWELL REGIONAL WW UTILITY
ADDRESS: 451 FIRST ST BLVD MA0100633 035-A DMR MAILING ZIP CODE: 01850

LOWELL, MA 01850 PERMIT NUMBER DISCHARGE NUMBER MAJOR $
FACILITY: LOWELL REGIONAL WW UTILITY (SUBR E)
LOCATION: 451 FIRST ST BLVD MONITORING PERIOD TREATED EFFLUENT

LOWELL, MA 01850 MM/DD/YYYY MM/DD/YYYY External Outfall
ATTN: AARON FOX, OPER. SUPT FROM 07/01/2019 TO 07/31/2019 NO DISCHARGE

PARAMETER
QUANTITY OR LOADING QUALITY OR CONCENTRATION

NO. EX FREQUENCY
OF ANALYSIS SAMPLE TYPE

VALUE VALUE UNITS VALUE VALUE VALUE  UNITS

Oxygen, dissolved (DO) SAMPLE
MEASUREMENT ****** ****** ****** 7.4 ****** ****** mg/L 0 01/01 GR

00300 1 0 PERMIT
REQUIREMENT ****** ****** ****** Req. Mon.

****** ****** mg/L Daily GRAB
Effluent Gross MO AVG 
pH SAMPLE

MEASUREMENT ****** ****** ****** 6.5 ****** 7.1 SU 0 01/01 GR

00400 1 0 PERMIT
REQUIREMENT ****** ****** ****** 6.0 ****** 8.3 SU Daily GRAB

Effluent Gross MINIMUM MAXIMUM
Solids, total suspended SAMPLE

MEASUREMENT 3,116 ****** lb/d 13.6 21.76 39.2 mg/L 0 05/07 24

00530 1 0 PERMIT
REQUIREMENT

8,006
****** lb/d

30 45 50
mg/L Weekdays COMP24

Effluent Gross MO AVG MO AVG WKLY AVG DAILY MX
Solids, total suspended SAMPLE

MEASUREMENT 54,810 ****** lb/d 229.5 ****** ****** mg/L 0 05/07 24

00530 G 0 PERMIT
REQUIREMENT

Req. Mon.
****** lb/d

Req. Mon.
****** ****** mg/L Weekdays COMP24

Raw Sewage Influent MO AVG MO AVG 
Phosphorus, total (as P) SAMPLE

MEASUREMENT ****** ****** ****** ****** ****** 1.5 mg/L 0 01/30 24

00665 1 0 PERMIT
REQUIREMENT ****** ****** ****** ****** ******

Req. Mon. mg/L Monthly COMP24
Effluent Gross DAILY MX
Flow, in conduit or thru treatment plant SAMPLE

MEASUREMENT 32.27 55.69 MGD ****** ****** ****** ****** 1 99/99 RC

50050 1 0 PERMIT
REQUIREMENT

32 Req. Mon. MGD ****** ****** ****** ****** Continuous RCORDR
Effluent Gross 12MO AVG DAILY MX
Chlorine, total residual SAMPLE

MEASUREMENT ****** ****** ****** 0.026 ****** 1.55 mg/L 0 99/99 RC
 

50060 0 0 PERMIT
REQUIREMENT ****** ****** ****** Req. Mon.

******
Req. Mon. mg/L Continuous RCORDR

Intake MO AVG DAILY MX

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I certify under penalty of law that this document and all attachments
were prepared under my direction or supervision in accordance with a
system designed to assure that qualified personnel properly gather
and evaluate the information submitted.  Based on my inquiry of the
person or persons who manage the system, or those persons directly
responsible for gathering the information, the information submitted is,
to the best of my knowledge and belief, true, accurate, and complete.  I
am aware that there are significant penalties for submitting false
information, including the possibility of fine and imprisonment for
knowing violations.

TELEPHONE DATE

978 674-4248 08/14/2019AARON FOX

OPERATIONS SUPERINTENDENT
SIGNATURE OF PRINCIPAL EXECUTIVE

OFFICER OR AUTHORIZED AGENTTYPED OR PRINTED AREA
CODE NUMBER MM/DD/YYYY

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)
REPORT MAXIMUM AND MINIMUM DAILY RATES AND TOTAL FLOW FOR EACH OPERATING DATE WITH DMR. QUARTERLY DATA ON DMR 035Q, WET DATA ON 035B. PERMIT DATA 9-1-05
EPA Form 3320-1 (Rev. 01/06) Previous editions may be used. 12/15/2011 Page 1

afox
Placed Image



 NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) Form Approved. 

PERMITTEE NAME/ADDRESS (Include Facility Name/Location if Different) DISCHARGE MONITORING REPORT  (DMR) OMB No. 2040-0004

NAME:  LOWELL REGIONAL WW UTILITY
ADDRESS: 451 FIRST ST BLVD MA0100633 035-A DMR MAILING ZIP CODE: 01850

LOWELL, MA 01850 PERMIT NUMBER DISCHARGE NUMBER MAJOR $
FACILITY: LOWELL REGIONAL WW UTILITY (SUBR E)
LOCATION: 451 FIRST ST BLVD MONITORING PERIOD TREATED EFFLUENT

LOWELL, MA 01850 MM/DD/YYYY MM/DD/YYYY External Outfall
ATTN: AARON FOX, OPER. SUPT FROM 07/01/2019 TO 07/31/2019 NO DISCHARGE

PARAMETER
QUANTITY OR LOADING QUALITY OR CONCENTRATION

NO. EX FREQUENCY
OF ANALYSIS SAMPLE TYPE

VALUE VALUE UNITS VALUE VALUE VALUE  UNITS

Chlorine, total residual SAMPLE
MEASUREMENT ****** ****** ****** 0.02 ****** 0.17 mg/L 0 01/01 GR

50060 1 0 PERMIT
REQUIREMENT ****** ****** ****** 0.21

******
0.37 mg/L Daily GRAB

Effluent Gross MO AVG DAILY MX
Coliform, fecal general SAMPLE

MEASUREMENT ****** ****** ****** 4 ****** 180 #/
100mL 0 05/07 GR

74055 1 0 PERMIT
REQUIREMENT ****** ****** ****** ****** #/

100mL Weekdays GRABEffluent Gross MO GEO DAILY MX
BOD, carbonaceous, 05 day, 20C SAMPLE

MEASUREMENT 1,701 ****** lb/d 7.4 11.44 29.6 mg/L 0 05/07 24

80082 1 0 PERMIT
REQUIREMENT

6,672
****** lb/d

25 40 50
mg/L Weekdays COMP24

Effluent Gross MO AVG MO AVG WKLY AVG DAILY MX
BOD, carbonaceous, 05 day, 20C SAMPLE

MEASUREMENT 59,945 ****** lb/d 249.1 ****** ****** mg/L 0 05/07 24

80082 G 0 PERMIT
REQUIREMENT

Req. Mon.
****** lb/d

Req. Mon.
****** ****** mg/L Weekdays COMP24

Raw Sewage Influent MO AVG MO AVG 

 

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I certify under penalty of law that this document and all attachments
were prepared under my direction or supervision in accordance with a
system designed to assure that qualified personnel properly gather
and evaluate the information submitted.  Based on my inquiry of the
person or persons who manage the system, or those persons directly
responsible for gathering the information, the information submitted is,
to the best of my knowledge and belief, true, accurate, and complete.  I
am aware that there are significant penalties for submitting false
information, including the possibility of fine and imprisonment for
knowing violations.

TELEPHONE DATE

978 674-4248 08/14/2019AARON FOX

OPERATIONS SUPERINTENDENT
SIGNATURE OF PRINCIPAL EXECUTIVE

OFFICER OR AUTHORIZED AGENTTYPED OR PRINTED AREA
CODE NUMBER MM/DD/YYY

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)
REPORT MAXIMUM AND MINIMUM DAILY RATES AND TOTAL FLOW FOR EACH OPERATING DATE WITH DMR. QUARTERLY DATA ON DMR 035Q, WET DATA ON 035B. PERMIT DATA 9-1-05

EPA Form 3320-1 (Rev. 01/06) Previous editions may be used. 12/15/2011 Page 2

afox
Placed Image



 NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) Form Approved. 

PERMITTEE NAME/ADDRESS (Include Facility Name/Location if Different) DISCHARGE MONITORING REPORT  (DMR) OMB No. 2040-0004

NAME:  LOWELL REGIONAL WW UTILITY
ADDRESS: 451 FIRST ST BLVD MA0100633 035-B DMR MAILING ZIP CODE: 01850

LOWELL, MA 01850 PERMIT NUMBER DISCHARGE NUMBER MAJOR $

FACILITY: LOWELL REGIONAL WW UTILITY (SUBR E)
LOCATION: 451 FIRST ST BLVD MONITORING PERIOD WET DATA 4/YEAR

LOWELL, MA 01850 MM/DD/YYYY MM/DD/YYYY External Outfall
ATTN: AARON FOX, OPER. SUPT FROM 07/01/2019 TO 07/31/2019 NO DISCHARGE

PARAMETER
QUANTITY OR LOADING QUALITY OR CONCENTRATION

NO. EX FREQUENCY
OF ANALYSIS SAMPLE TYPE

VALUE VALUE    UNITS VALUE VALUE VALUE  UNITS

LC50 Static 48Hr Acute Ceriodaphnia SAMPLE
MEASUREMENT ****** ****** ****** >100.0 ****** ****** % 0 04/YR 24

TAA3B 1 0 PERMIT
REQUIREMENT ****** ****** ******

100
****** ****** % Four Per

Year COMP24
Effluent Gross DAILY MN
Noel Static 7Day Chronic Ceriodaphnia SAMPLE

MEASUREMENT ****** ****** ****** 100.00 ****** ****** % 0 04/YR 24

TBD3B 1 0 PERMIT
REQUIREMENT ****** ****** ******

Req. Mon.
DAILY MN ****** ****** % Four Per

Year COMP24
Effluent Gross

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I certify under penalty of law that this document and all attachments
were prepared under my direction or supervision in accordance with a
system designed to assure that qualified personnel properly gather
and evaluate the information submitted.  Based on my inquiry of the
person or persons who manage the system, or those persons directly
responsible for gathering the information, the information submitted is,
to the best of my knowledge and belief, true, accurate, and complete.
I am aware that there are significant penalties for submitting false
information, including the possibility of fine and imprisonment for
knowing violations.

TELEPHONE DATE

978 674-4248 08/14/2019AARON FOX

OPERATIONS SUPERINTENDENT
SIGNATURE OF PRINCIPAL EXECUTIVE

OFFICER OR AUTHORIZED AGENTTYPED OR PRINTED AREA
CODE NUMBER MM/DD/YYYY

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)
WHOLE EFFLUENT TOXICITY TEST IN JANUARY, APRIL, JULY, OCTOBER; SUBMIT DMR AND REPORT BY END OF FOLLOWING MONTH.

EPA Form 3320-1 (Rev. 01/06) Previous editions may be used. 12/15/2011 Page 3

 NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) Form Approved. 

PERMITTEE NAME/ADDRESS (Include Facility Name/Location if Different) DISCHARGE MONITORING REPORT  (DMR) OMB No. 2040-0004

afox
Placed Image



NAME:  LOWELL REGIONAL WW UTILITY
ADDRESS: 451 FIRST ST BLVD MA0100633 035-Q DMR MAILING ZIP CODE: 01850

LOWELL, MA 01850 PERMIT NUMBER DISCHARGE NUMBER MAJOR $

FACILITY: LOWELL REGIONAL WW UTILITY (SUBR E)

LOCATION: 451 FIRST ST BLVD MONITORING PERIOD QUARTERLY DATA

LOWELL, MA 01850 MM/DD/YYYY MM/DD/YYYY External Outfall
ATTN: AARON FOX, OPER. SUPT FROM 05/01/2019 TO 07/31/2019 NO DISCHARGE

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO. EX FREQUENCY

OF ANALYSIS SAMPLE TYPE
VALUE VALUE UNITS VALUE VALUE VALUE  UNITS

Nitrogen, ammonia total (as N) SAMPLE
MEASUREMENT ****** ****** ****** ****** ****** 3.40 mg/L 0 01/90 24

00610 1 0 PERMIT
REQUIREMENT ****** ****** ****** ****** ****** Req. Mon. mg/L Quarterly COMP24

Effluent Gross DAILY MX
Nitrite plus nitrate total 1 det. (as N) SAMPLE

MEASUREMENT ****** ****** ****** ****** ****** 10.00 mg/L 0 01/90 24

00630 1 0 PERMIT
REQUIREMENT ****** ****** ****** ****** ****** Req. Mon. mg/L Quarterly COMP24

Effluent Gross DAILY MX
Nitrogen, Kjeldahl, total (TKN)  (water) SAMPLE

MEASUREMENT ****** ****** ****** ****** ****** 4.6 mg/L 0 01/90 24

51087 1 0 PERMIT
REQUIREMENT ****** ****** ****** ****** ****** Req. Mon. mg/L Quarterly COMP24

Effluent Gross DAILY MX

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I certify under penalty of law that this document and all attachments
were prepared under my direction or supervision in accordance with a
system designed to assure that qualified personnel properly gather
and evaluate the information submitted.  Based on my inquiry of the
person or persons who manage the system, or those persons directly
responsible for gathering the information, the information submitted is,
to the best of my knowledge and belief, true, accurate, and complete.
I am aware that there are significant penalties for submitting false
information, including the possibility of fine and imprisonment for
knowing violations.

TELEPHONE DATE

978 674-4248 08/14/2019AARON FOX

OPERATIONS SUPERINTENDENT
SIGNATURE OF PRINCIPAL EXECUTIVE

OFFICER OR AUTHORIZED AGENTTYPED OR PRINTED AREA
CODE NUMBER MM/DD/YYYY

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)
QUARTERLY DATA

EPA Form 3320-1 (Rev. 01/06) Previous editions may be used. 12/15/2011 Page 4

afox
Placed Image



Lowell Regional Wastewater Utility
NPDES Report (Permit NO. MA0100633)

Printed on Wed Aug 14 2019 July 2019 Page 1 of 10 

Plant Influent Data 

Date

Plant Influent Flow CBOD TSS VSS TVS

Total (MG) Max Hourly
(MGD)

Min Hourly
(MGD) (mg/L) (lbs) (mg/L) (lbs) (mg/L) (%)

01-Mon 30.11 33.47 24.70 209.0 52,483.5 188.00 47,210.1 177.0 94.1
02-Tue 29.32 33.16 23.89 230.0 56,241.6 253.00 61,865.8 238.0 94.1
03-Wed 28.24 32.57 22.41 108.0 25,436.3 94.00 22,139.0 91.0 96.8
04-Thu 27.90 32.37 22.78 610.0 141,938.5 345.00 80,276.7 316.0 91.6
05-Fri 26.88 31.76 21.16
06-Sat 27.76 44.90 21.22
07-Sun 27.78 33.53 22.05 145.0 33,594.4 210.00 48,653.9 197.0 93.8
08-Mon 26.76 30.62 20.57 322.0 71,863.4 235.00 52,446.9 220.0 93.6
09-Tue 26.86 32.05 19.96 375.0 84,004.7 232.00 51,970.9 216.0 93.1
10-Wed 26.08 30.00 19.66 430.0 93,528.1 229.00 49,809.1 214.0 93.4
11-Thu 33.57 65.99 19.24 132.0 36,956.5 340.00 95,191.1 250.0 73.5
12-Fri 41.08 73.68 27.00
13-Sat 25.74 30.79 20.17
14-Sun 24.82 30.42 17.82 116.0 24,011.9 223.00 46,160.7 209.0 93.7
15-Mon 24.93 29.85 17.82 132.0 27,444.9 217.00 45,117.8 203.0 93.5
16-Tue 24.52 28.76 18.09 142.0 29,038.5 243.00 49,692.7 228.0 93.8
17-Wed 32.54 66.24 17.95 111.0 30,123.6 202.00 54,819.5 165.0 81.7
18-Thu 25.22 29.18 18.95 128.0 26,922.9 223.00 46,904.7 208.0 93.3
19-Fri 25.36 30.06 18.08
20-Sat 24.31 30.29 17.54
21-Sun 24.24 30.08 17.08 285.0 57,616.1 300.00 60,648.5 279.0 93.0
22-Mon 35.53 73.23 17.33 260.0 77,043.3 183.00 54,226.6 156.0 85.2
23-Tue 62.47 82.46 37.09 126.0 65,646.0 101.00 52,621.0 93.0 92.1
24-Wed 31.71 51.44 21.12 505.0 133,553.0 216.00 57,123.7 202.0 93.5
25-Thu 32.51 50.11 27.93 268.0 72,663.8 230.00 62,360.7 215.0 93.5
26-Fri 26.37 30.80 19.76
27-Sat 26.52 32.62 19.95
28-Sun 26.12 31.86 19.53 230.0 50,103.4 346.00 75,372.9 325.0 93.9
29-Mon 25.94 30.43 19.55 352.0 76,151.5 228.00 49,325.4 213.0 93.4
30-Tue 25.24 32.91 19.15 266.0 55,993.4 212.00 44,626.3 197.0 92.9
31-Wed 27.26 49.20 18.86 248.0 56,382.4 229.00 52,062.8 204.0 89.1

Min 24.24 28.76 17.08 108.0 24,012 94.0 22,139 91.0 73.5
Max 62.47 82.46 37.09 610.0 141,938 346.0 95,191 325.0 96.8
Avg 29.15 40.16 20.92 249.1 59,945 229.5 54,810 209.4 91.6

Total 903.69 1,378,742 1,260,627



Lowell Regional Wastewater Utility
NPDES Report (Permit NO. MA0100633)

Printed on Wed Aug 14 2019 July 2019 Page 2 of 10

Primary Influent Data 

Date

Primary Influent Flow CBOD TSS VSS TVS Settleable
Solids

Grit &
Screenings

 Ambient
Temperature

(F)

Total (MG) Max. Hourly
(MGD)

Min. Hourly
(MGD) (mg/L) (lbs) (mg/L) (lbs) (mg/L) (%) (ml/L) (cu ft) Min. Max.

01-Mon 30.11 33.47 24.70 352.0 88,393 320.0 90.9 16.0 105 66 86
02-Tue 29.32 33.16 23.89 218.0 53,307 252.0 61,621 192.0 76.2 10.0 105 66 87
03-Wed 28.24 32.57 22.41 105 69 92
04-Thu 27.90 32.37 22.78 230.0 53,518 303.0 70,504 274.0 90.4 21.0 105 68 92
05-Fri 26.88 31.76 21.16 105 72 91
06-Sat 27.76 44.90 21.22 105 70 93
07-Sun 27.78 33.53 22.05 236.0 54,678 224.0 94.9 10.0 105 61 85
08-Mon 26.76 30.62 20.57 338.0 75,434 302.0 89.3 16.0 105 61 85
09-Tue 26.86 32.05 19.96 310.0 69,444 396.0 88,709 358.0 90.4 7.3 105 65 89
10-Wed 26.08 30.00 19.66 540.0 117,454 280.0 60,902 262.0 93.6 16.0 105 64 92
11-Thu 33.57 65.99 19.24 180.0 50,395 572.0 160,145 434.0 75.9 20.0 105 65 85
12-Fri 41.08 73.68 27.00 105 68 86
13-Sat 25.74 30.79 20.17 105 71 88
14-Sun 24.82 30.42 17.82 244.0 50,508 230.0 94.3 11.0 105 64 89
15-Mon 24.93 29.85 17.82 188.0 39,088 176.0 93.6 16.0 105 63 84
16-Tue 24.52 28.76 18.09 145.0 29,652 246.0 50,306 224.0 91.1 14.0 105 67 88
17-Wed 32.54 66.24 17.95 140.0 37,994 326.0 88,471 270.0 82.8 15.5 105 70 90
18-Thu 25.22 29.18 18.95 120.0 25,240 252.0 53,004 235.0 93.3 15.0 105 63 74
19-Fri 25.36 30.06 18.08 105 68 91
20-Sat 24.31 30.29 17.54 105 79 98
21-Sun 24.24 30.08 17.08 240.0 48,519 226.0 94.2 16.0 105 73 96
22-Mon 35.53 73.23 17.33 244.0 72,302 196.0 80.3 9.0 105 63 82
23-Tue 62.47 82.46 37.09 135.0 70,335 202.0 105,242 176.0 87.1 7.5 105 61 72
24-Wed 31.71 51.44 21.12 252.0 66,644 244.0 64,529 226.0 92.6 12.0 105 62 84
25-Thu 32.51 50.11 27.93 228.0 61,818 172.0 46,635 155.0 90.1 14.0 105 63 85
26-Fri 26.37 30.80 19.76 105 66 88
27-Sat 26.52 32.62 19.95 105 64 86
28-Sun 26.12 31.86 19.53 280.0 60,995 260.0 92.9 14.0 105 67 91
29-Mon 25.94 30.43 19.55 220.0 47,595 208.0 94.5 10.0 105 73 92
30-Tue 25.24 32.91 19.15 558.0 117,460 196.0 41,258 182.0 92.9 13.0 105 74 96
31-Wed 27.26 49.20 18.86 255.0 57,974 302.0 68,659 268.0 88.7 13.0 105 69 91

Min 24.24 28.76 17.08 120.0 25,240 172.0 39,088 155.0 75.9 7.3 105 61 72
Max 62.47 82.46 37.09 558.0 117,460 572.0 160,145 434.0 94.9 21.0 105 79 98
Avg 29.15 40.16 20.92 254.7 62,403 276.6 68,068 245.4 89.5 13.5 105 67 88

Total 903.69 811,235 1,497,498 3,255



Lowell Regional Wastewater Utility
NPDES Report (Permit NO. MA0100633)

Printed on Wed Aug 14 2019 July 2019 Page 3 of 10

Primary Effluent Data

Date

Primary
Effluent

Flow
 CBOD TSS VSS TVS Settleable

Solids
 PS&G

Avg Rate
PS&G

Total Flow
Ammonia

NH3
Nitrate
NO3

Total (MG) (mg/L) (lbs) (% Removal) (mg/L) (lbs) (% Removal) (mg/L) (%) (ml/L) (GPM) (MG) (mg/L) (mg/L)

01-Mon 28.72 81.3 20,416 56.8 75.3 92.6 0.70 1,008 1.43
02-Tue 27.88 108.0 26,409 53.0 70.7 17,288 72.1 65.3 92.4 0.30 1,032 1.48 19.3 2.58
03-Wed 26.80 1,028 1.49
04-Thu 26.46 100.0 23,269 83.6 94.0 21,872 72.8 86.5 92.0 0.10 1,022 1.48
05-Fri 25.47 1,002 1.45
06-Sat 26.35 1,016 1.45
07-Sun 26.38 80.0 18,535 61.9 75.3 94.1 0.20 994 1.44
08-Mon 25.37 72.0 16,069 69.4 68.0 94.4 0.60 1,002 1.44
09-Tue 25.45 120.0 26,881 68.0 85.3 19,108 63.2 79.3 93.0 0.70 1,008 1.45 20.2 1.02
10-Wed 24.67 122.0 26,536 71.6 76.7 16,683 66.5 74.0 96.5 0.60 1,011 1.45
11-Thu 32.17 64.4 18,030 51.2 81.3 22,762 76.1 68.7 84.5 0.50 989 1.44
12-Fri 39.70 981 1.42
13-Sat 24.34 1,014 1.44
14-Sun 23.40 119.0 24,633 46.6 107.3 90.2 1.50 1,018 1.46
15-Mon 23.51 72.0 14,970 66.8 68.0 94.4 0.50 1,011 1.46
16-Tue 23.11 80.0 16,360 43.7 68.0 13,906 72.0 64.0 94.1 0.60 1,002 1.45 21.9 0.85
17-Wed 31.18 70.0 18,997 36.9 64.7 17,559 68.0 56.7 87.6 0.80 997 1.40
18-Thu 23.77 68.0 14,303 46.9 69.3 14,576 68.9 66.0 95.2 0.20 1,026 1.49
19-Fri 23.95 1,009 1.45
20-Sat 22.86 1,044 1.49
21-Sun 22.77 88.7 17,932 70.4 82.0 92.4 0.10 1,046 1.51
22-Mon 34.12 64.7 19,172 64.6 56.0 86.6 1.10 1,002 1.45
23-Tue 61.19 68.0 35,428 46.0 57.3 29,853 43.3 51.3 89.5 0.80 876 1.32 11.9 1.07
24-Wed 30.43 124.0 32,793 75.4 96.0 25,388 55.6 89.3 93.0 1.30 932 1.31
25-Thu 31.20 94.0 25,487 64.9 65.0 17,624 71.7 56.5 86.9 0.40 930 1.34
26-Fri 25.08 921 1.33
27-Sat 25.23 918 1.33
28-Sun 24.85 76.0 16,556 78.0 76.0 100.0 0.10 906 1.30
29-Mon 24.68 70.7 15,295 69.0 66.0 93.4 0.30 899 1.30
30-Tue 23.98 118.0 24,839 55.6 70.0 14,735 67.0 64.7 92.4 0.30 909 1.29 19.7 0.28
31-Wed 25.89 98.0 22,280 60.5 69.3 15,755 69.7 61.3 88.5 0.40 988 1.41

Min 22.77 64.4 14,303 36.9 57.3 13,906 43.3 51.3 84.5 0.10 876 1.29 11.9 0.28
Max 61.19 124.0 35,428 83.6 119.0 29,853 78.0 107.3 100.0 1.50 1,046 1.51 21.9 2.58
Avg 27.77 95.0 23,970 58.3 76.9 18,668 65.9 70.8 92.0 0.55 985 1.42 18.6 1.16

Total 860.96 311,612 410,687 43.96



Lowell Regional Wastewater Utility
NPDES Report (Permit NO. MA0100633)
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Aeration Data

Date

Mixed Liquor MLVSS

MCRT F /M

Cell 1
Avg DO

Cell 2
Avg DO

Cell 3
Avg DO

Ammonia
NH3-N
(Grab)

Nitrate
NO3

(Grab)

Nitrate
NO3

SVI pH
(Grab)

TSS
(mg/L)

VSS
(mg/L) (% VSS) (mg/L) (mg/L) (mg/L) (mg/L) (mg/L) (mg/L)

01-Mon 172 6.7 2,203 1,940 88.1 5 0.19 1.19 1.63 0.41 6.20
02-Tue 176 6.9 2,154 1,922 89.2 0.62 1.36 0.90 4.95
03-Wed 156 6.6 1,982 1,730 87.3 1.37 2.21 1.10 5.8 6.36 9.61
04-Thu 2.43 2.80 1.09 7.04
05-Fri 153 6.1 2,004 1,754 87.5 2.13 2.50 1.32 9.89
06-Sat 2.12 2.33 0.46 9.23
07-Sun 1.54 3.12 0.66 10.22
08-Mon 154 6.3 1,948 1,732 88.9 3 0.23 1.02 2.31 0.66 9.16
09-Tue 141 6.5 2,060 1,814 88.1 0.86 2.19 0.77 12.20
10-Wed 6.1 2,156 1,894 87.8 1.52 2.60 1.62 1.6 7.73 12.04
11-Thu 139 6.4 1,876 1,663 88.6 5 0.17 1.94 3.15 1.73 11.99
12-Fri 116 6.4 1,812 1,596 88.1 1.76 3.14 1.11 9.34
13-Sat 1.79 3.50 1.07 11.00
14-Sun 1.46 3.23 0.79 10.97
15-Mon 129 6.1 1,863 1,641 88.1 2 0.25 1.23 2.51 1.22 12.01
16-Tue 133 6.4 2,024 1,794 88.6 1.16 2.08 0.63 9.55
17-Wed 124 6.2 1,928 1,704 88.4 1.26 2.41 0.88 3.4 8.90 13.21
18-Thu 133 6.2 1,659 1,476 89.0 2 0.32 1.78 2.39 1.19 11.55
19-Fri 111 6.3 1,800 1,602 89.0 1.40 1.72 0.93 10.32
20-Sat 1.59 2.18 0.71 9.29
21-Sun 1.08 2.20 0.75 7.85
22-Mon 127 6.2 1,732 1,579 91.2 2 0.22 1.48 2.18 0.80 10.98
23-Tue 121 6.3 1,486 1,330 89.5 3.78 5.11 3.98 9.09
24-Wed 106 6.3 1,788 1,596 89.3 1.69 2.53 0.92 2.8 5.39 10.23
25-Thu 124 6.3 1,612 1,441 89.4 2 0.21 2.09 2.06 0.78 11.41
26-Fri 130 6.3 1,534 1,340 87.4 2.22 2.33 0.70 11.75
27-Sat 2.05 2.61 0.53 9.80
28-Sun 1.55 2.31 0.48 7.36
29-Mon 138 6.2 1,597 1,441 90.2 2 0.16 1.24 2.16 0.71 8.24
30-Tue 108 6.2 1,850 1,654 89.4 1.24 2.37 0.55 8.40
31-Wed 110 6.1 1,810 1,612 89.1 1.13 2.48 0.57 2.6 6.22 6.40

Min 106 6.1 1,486 1,330 87.3 2 0.16 0.62 1.36 0.41 1.6 5.39 4.95
Max 176 6.9 2,203 1,940 91.2 5 0.32 3.78 5.11 3.98 5.8 8.90 13.21
Avg 133 1,858 1,648 88.7 3 0.22 1.60 2.51 0.97 3.2 6.92 9.72

Total



Lowell Regional Wastewater Utility
NPDES Report (Permit NO. MA0100633)

Printed on Wed Aug 14 2019 July 2019          Page 5 of 10

Secondary Data

Date

SAS Ammonia
NH3-N

Nitrogen
Removal

Nitrate
NO3

RAS TSS
(mg/L)

Avg TS
Conc.
(mg/L)

RAS Avg
Flow
(gpm)

WAS Avg
Flow
(gpm)

WAS TS
(lb) (mg/L) (%) (mg/L)

01-Mon 4,560 6,860 8,146 487 40,143
02-Tue 4,680 7,939 548 11.4 40.9 1.33
03-Wed 5,067 7,653 547
04-Thu 4,876 7,537 566
05-Fri 4,946 7,273 546
06-Sat 4,900 7,306 213
07-Sun 4,978 7,550 102
08-Mon 5,140 9,100 7,219 443 48,399
09-Tue 5,110 7,286 428 5.4 73.3 9.50
10-Wed 5,079 7,057 442
11-Thu 4,912 8,507 7,366 437 44,609
12-Fri 4,763 7,986 441
13-Sat 4,754 6,967 571
14-Sun 4,552 6,721 573
15-Mon 4,499 6,387 6,747 559 42,871
16-Tue 4,104 6,638 598 8.2 62.6 6.52
17-Wed 4,190 6,786 597
18-Thu 4,249 6,033 6,466 551 39,891
19-Fri 4,190 6,435 513
20-Sat 3,983 6,236 544
21-Sun 3,798 6,204 549
22-Mon 3,841 8,327 6,586 518 51,844
23-Tue 3,899 7,728 456 1.7 85.7 7.07
24-Wed 3,891 6,642 463
25-Thu 3,863 9,467 6,097 432 49,127
26-Fri 3,513 6,190 426
27-Sat 3,356 6,319 424
28-Sun 3,336 6,201 420
29-Mon 3,472 8,140 6,169 433 42,352
30-Tue 3,567 5,988 450 6.1 69.0 6.87
31-Wed 3,631 6,370 452

Min 3,336 6,033 5,988 102 39,891 1.7 40.9 1.33
Max 5,140 9,467 8,146 598 51,844 11.4 85.7 9.50
Avg 4,313 7,853 6,897 475 44,904 6.6 66.3 6.26

Total 359,236



Lowell Regional Wastewater Utility
NPDES Report (Permit NO. MA0100633)
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Solids Handling Data

Date

Polymer
Hauled
Waste
Total
Flow

Septage
Received TWAS

GT
Average

Flow

Sludge
Feed

Total
Dewatering
Feed Flow

 Hauled Sludge Cake

(gal) (lbs) gal (gal)
Average

Flow
(GPM)

(%TS) (GPM) (%TS) (gal) (wet lbs) (wet tons) (wet metric
tons) (dry tons) (%TS)

01-Mon 144 1,201 171,171 27,540 80.4 2.9 1,052 4.2 63,618 195,280 97.64 88.57 27.65 28.3
02-Tue 144 1,201 115,490 37,940 101.1 2.6 1,085 3.6 84,299 212,580 106.29 96.42 28.57 26.9
03-Wed 144 1,201 120,772 31,740 100.9 2.6 1,091 3.2 72,994 201,760 100.88 91.51 25.89 25.7
04-Thu 144 1,201 0 4,200 1,083 13,777 0 0.00 0.00
05-Fri 144 1,201 123,570 48,100 1,067 3.2 55,769 208,080 104.04 94.37 27.05 26.0
06-Sat 144 1,201 48,340 32,000 1,063 3.5 16,031 0 0.00 0.00 0.00 23.7
07-Sun 144 1,201 0 0 1,052 4.0 61,346 0 0.00 0.00 0.00 25.4
08-Mon 144 1,201 140,383 40,190 50.2 4.2 1,050 3.3 63,161 330,540 165.27 149.92 41.76 25.3
09-Tue 144 1,201 118,979 54,700 48.5 4.2 1,058 4.3 92,628 196,240 98.12 89.00 25.33 25.8
10-Wed 144 1,201 132,805 62,740 50.0 4.2 1,057 3.7 76,114 206,700 103.35 93.75 24.60 23.8
11-Thu 144 1,201 105,490 53,450 39.5 5.2 1,044 3.6 63,110 199,340 99.67 90.41 24.39 24.5
12-Fri 144 1,201 119,401 42,700 1,029 3.6 50,482 197,180 98.59 89.43 26.92 27.3
13-Sat 144 1,201 43,572 16,000 1,042 4.3 12,344 0 0.00 0.00 0.00 25.5
14-Sun 144 1,201 0 0 1,062 3.9 52,868 0 0.00 0.00 0.00 26.7
15-Mon 144 1,201 134,620 53,700 109.5 2.4 1,060 3.7 62,078 329,480 164.74 149.44 41.24 25.0
16-Tue 144 1,201 140,693 57,740 52.5 5.4 1,214 4.2 68,425 205,100 102.55 93.02 24.51 23.9
17-Wed 144 1,201 115,141 55,440 49.6 5.7 1,498 3.5 48,495 145,240 72.62 65.87 17.48 24.1
18-Thu 144 1,201 133,841 58,240 56.9 4.6 1,397 3.9 36,849 144,420 72.21 65.50 18.38 25.5
19-Fri 144 1,201 102,614 18,400 58.1 4.2 1,500 4.6 70,574 126,360 63.18 57.31 17.42 27.6
20-Sat 144 1,201 28,271 6,000 1,383 5.0 18,880 0 0.00 0.00 0.00 24.7
21-Sun 144 1,201 0 0 1,266 4.7 51,212 0 0.00 0.00 0.00 25.6
22-Mon 144 1,201 124,104 43,700 49.7 4.9 1,061 4.2 62,443 346,500 173.25 157.16 44.21 25.5
23-Tue 144 1,201 131,496 40,440 47.7 4.5 944 4.7 61,199 199,840 99.92 90.64 25.88 25.9
24-Wed 144 1,201 133,598 36,500 50.0 4.4 951 4.4 70,579 201,580 100.79 91.43 25.38 25.2
25-Thu 144 1,201 135,921 41,940 37.6 5.4 972 3.7 50,290 187,740 93.87 85.15 28.02 29.9
26-Fri 144 1,201 114,259 13,700 37.1 5.4 960 311 59,980 29.99 27.20
27-Sat 144 1,201 49,805 8,500 956 3.0 10,707 0 0.00 0.00 0.00 23.7
28-Sun 144 1,201 0 0 938 3.8 75,145 0 0.00 0.00 0.00 26.4
29-Mon 144 1,201 122,758 44,040 37.7 5.4 938 3.8 66,819 185,760 92.88 84.25 23.87 25.7
30-Tue 144 1,201 106,650 37,400 40.7 5.2 932 4.0 77,303 195,620 97.81 88.72 24.31 24.9
31-Wed 144 1,201 116,636 47,540 43.4 4.9 1,020 4.1 73,946 134,860 67.43 61.17 17.41 25.8

Min 144 1,201 0 0 37.11 2.40 932 3.0 311 0 0.00 0.00 0.00 23.7
Max 144 1,201 171,171 62,740 109.46 5.65 1,500 5.0 92,628 346,500 173.25 216.22 44.21 29.9
Avg 144 1,201 94,528 32,728 57.05 4.39 1,091 3.9 54,316 142,264 71.13 88.77 19.32 25.7

Total 4,464 37,230 2,930,380 1,014,580 1,683,795 4,410,180 2,205.09 2,751.95 560.26



Lowell Regional Wastewater Utility
NPDES Report (Permit NO. MA0100633)
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Plant Effluent Data (1)

Date

Plant Effluent Flow Settleable
Solids

Effluent
Temp D.O. Cl2

Dose

Chlorine Residual
(mg/L)

(Grab Samples)

Chlorine Residual
Continuous
Recording

Total
(MG)

Max. Hourly
(MGD)

Min. Hourly
(MGD) (ml/L) (F)  Grab

(mg/L) (lbs) Shift 1 Shift 2 Shift 3 Avg.
(mg/L)

Max.
(mg/L)

01-Mon 24.84 27.60 20.02 0.10 68.0 7.4 1,264 0.00 0.03 0.48
02-Tue 23.74 27.14 17.98 0.10 68.7 7.4 1,453 0.00 0.01 0.03
03-Wed 22.71 26.39 17.74 68.7 7.2 1,200 0.05 0.00 0.00
04-Thu 21.84 24.75 17.68 0.05 68.9 7.3 1,011 0.00 0.01 0.02
05-Fri 21.84 25.77 16.12 68.9 7.3 885 0.17 0.02 0.02
06-Sat 23.51 38.93 15.86 69.3 7.5 1,390 0.04 0.05 0.71
07-Sun 22.60 26.26 17.30 0.05 69.6 7.7 1,264 0.01 0.02 0.21
08-Mon 22.03 25.74 16.01 0.05 70.3 7.4 1,011 0.02 0.02 1.02
09-Tue 22.43 27.05 15.61 0.10 70.2 7.6 1,011 0.12 0.02 1.55
10-Wed 21.60 25.39 15.04 0.05 71.4 7.3 632 0.04 0.00 0.42
11-Thu 29.67 61.94 15.54 0.10 73.0 7.2 1,074 0.00 0.03 1.55
12-Fri 38.19 65.72 23.79 72.7 7.5 1,264 0.00 0.09 1.35
13-Sat 22.28 26.17 15.85 70.7 7.6 758 0.03 0.00 0.00
14-Sun 22.28 26.54 15.73 0.05 71.4 7.7 758 0.01 0.00 0.31
15-Mon 22.04 26.16 15.37 0.05 71.8 7.4 821 0.00 0.00 0.02
16-Tue 21.78 25.50 15.77 0.05 70.3 7.7 885 0.00 0.01 0.02
17-Wed 30.31 63.18 15.58 0.05 70.7 7.3 1,137 0.00 0.05 0.55
18-Thu 22.60 27.01 16.98 0.05 71.2 7.6 1,137 0.02 0.03 0.22
19-Fri 22.48 25.78 15.70 70.3 7.4 948 0.00 0.03 0.03
20-Sat 21.64 26.07 15.16 74.1 7.2 1,011 0.00 0.02 0.03
21-Sun 21.40 26.02 14.83 0.05 72.9 7.3 821 0.04 0.02 0.03
22-Mon 32.56 69.75 14.86 0.40 71.4 7.3 1,327 0.01 0.06 1.15
23-Tue 55.69 78.90 28.94 0.10 71.2 7.2 2,085 0.03 0.29 1.29
24-Wed 25.03 28.43 19.46 0.10 71.1 7.3 948 0.00 0.00 1.10
25-Thu 23.94 27.14 18.06 0.10 71.4 7.4 1,137 0.00 0.00 0.00
26-Fri 24.05 27.11 17.76 70.7 7.2 1,074 0.00 0.00 0.00
27-Sat 23.79 27.65 17.72 71.4 7.4 1,074 0.01 0.00 0.00
28-Sun 23.83 28.24 17.24 0.05 72.0 7.1 1,074 0.02 0.00 0.00
29-Mon 23.57 27.74 17.21 0.05 72.3 7.3 1,011 0.01 0.00 0.00
30-Tue 23.02 28.84 16.84 0.05 72.3 7.1 1,264 0.02 0.00 0.00
31-Wed 24.63 42.44 16.67 0.05 72.7 7.3 1,137 0.00 0.00 0.00

Min 21.40 24.75 14.83 0.05 68.0 7.1 632 0.00 0.00 0.00
Max 55.69 78.90 28.94 0.40 74.1 7.7 2,085 0.17 0.29 1.55
Avg 25.22 34.24 17.24 0.08 71.0 7.4 1,092 0.02 0.026 0.39

Total 781.93 12 MM Avg= 32.27 33,866



Lowell Regional Wastewater Utility
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Plant Effluent Data (2)

Date

Plant Effluent
pH

Fecal
Coliform

Fecal
Coliform

Bypass Event
CBOD TSS VSS TVS Ammonia

NH3-N
Nitrogen
Removal

Total
Phosphorus

Phosphorus
Removal

Min. Max. Grab (colonies/
100 ml)

(colonies/100
ml) (mg/L) (lbs) (%

Removal) (mg/L) (lbs) (%
Removal) (mg/L) (%) (mg/L) (%) (mg/L) (%)

01-Mon 6.4 6.7 6.8 2 9.2 1,906 96.4 13.5 2,797 94.1 12.8 94.8
02-Tue 6.6 6.9 7.1 8 4.7 931 98.3 11.1 2,198 96.4 10.6 95.5 100.0
03-Wed 6.5 6.7 6.9 1 6.0 1,137 95.5 8.6 1,629 92.6 8.6 100.0
04-Thu 6.4 6.7 6.8 4.2 765 99.5 9.7 1,767 97.8 9.7 100.0
05-Fri 6.0 6.7 6.7 4
06-Sat 6.4 6.7 6.7 2
07-Sun 6.2 6.6 6.6 6.0 1,131 96.6 16.0 3,016 93.8 16.0 100.0
08-Mon 6.2 6.7 6.8 0 4.9 900 98.7 8.5 1,562 97.0 8.5 100.0
09-Tue 6.4 6.7 7.0 2 4.0 748 99.1 10.8 2,020 96.1 10.8 100.0
10-Wed 6.2 6.6 6.6 8 8.7 1,567 98.3 6.4 1,153 97.7 6.4 100.0
11-Thu 6.1 6.5 6.8 18 12.6 3,118 91.6 25.2 6,237 93.4 22.8 90.5
12-Fri 6.0 6.6 6.5 8 210
13-Sat 6.1 6.5 6.5
14-Sun 6.2 6.5 6.9 8.1 1,505 93.7 19.4 3,604 92.2 18.6 95.9
15-Mon 5.9 6.5 6.9 2 5.0 919 96.7 9.2 1,691 96.3 8.9 96.7
16-Tue 6.5 6.7 6.8 3 5.5 999 96.6 8.0 1,453 97.1 8.0 100.0 94.4
17-Wed 6.3 6.7 6.9 7 11.1 2,806 90.7 15.6 3,943 92.8 15.6 100.0
18-Thu 6.0 6.4 6.7 8 3.8 716 97.3 7.0 1,320 97.2 7.0 100.0
19-Fri 6.2 6.6 6.8 2
20-Sat 6.3 6.6 6.9
21-Sun 6.0 6.4 6.6 3.8 678 98.8 9.5 1,696 97.2 9.1 95.8
22-Mon 6.1 6.7 6.6 0 29.6 8,037 89.6 39.2 10,644 80.4 33.8 86.2 1.5
23-Tue 5.4 6.5 6.7 180 64 9.4 4,366 93.3 22.2 10,310 80.4 20.2 91.0 100.0
24-Wed 6.1 6.6 6.8 7 4.8 1,002 99.2 10.2 2,129 96.3 10.2 100.0
25-Thu 6.3 6.6 6.9 4 9.6 1,916 97.4 27.7 5,530 91.1 24.8 89.5
26-Fri 6.1 6.6 6.6 6
27-Sat 6.3 6.6 6.7
28-Sun 6.2 6.5 6.5 5.0 994 98.0 9.4 1,868 97.5 9.1 96.8
29-Mon 6.0 6.5 6.5 1 4.4 865 98.9 6.8 1,337 97.3 6.8 100.0
30-Tue 6.3 6.6 6.7 2 4.0 768 98.6 8.0 1,536 96.6 7.7 96.3 75.1
31-Wed 1.7 6.6 6.6 2 6.6 1,356 97.6 10.8 2,219 95.7 10.2 94.4

Min 1.7 6.4 6.5 0 64 3.8 678 89.6 6.4 1,153 80.4 6.4 86.2 1.5 75.1
Max 6.6 6.9 7.1 180 210 29.6 8,037 99.5 39.2 10,644 97.8 33.8 100.0 1.5 100.0
Avg 12 137 7.4 1,701 96.5 13.6 3,116 94.2 12.9 96.7 1.5 92.4

Total MO GEO= 4 39,130 95.2 71,657 95.2
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Date

Secondary Bypass Barasford Station Div. Beaver Brook Station Div. Merrimack Station Div. Tilden Station Diverson
Duck
Island
WWTF

Duration Volume Number Duration Volume Number Duration Volume Number Duration Volume Number Duration Volume Number

Rain
(in) Mins. MG Events Mins. MG Events Mins. MG Events Mins. MG Events Mins. MG Events

01-Mon 0.00 0.00 0.00 0.00 0.00
02-Tue 0 0.03 0.00 0.00 0.00 0.00
03-Wed 0.00 0.00 0.00 0.00 0.00
04-Thu 0.00 0.00 0.00 0.00 0.00
05-Fri 0 0.02 0.00 0.00 0.00 0.00
06-Sat 0.13 80 0.39 1 0.00 0.00 0.00 0.00
07-Sun 0.00 0.00 0.00 0.00 0.00
08-Mon 0.00 0.00 0.00 0.00 0.00
09-Tue 0.00 0.00 0.00 0.00 0.00
10-Wed 0.00 0.00 0.00 0.00 0.00
11-Thu 0.18 347 4.64 1 0.00 46 0.70 1 0.00 45 1.10 1
12-Fri 0.56 805 9.26 1 0.00 45 0.14 1 27 0.40 1 52 0.28 1
13-Sat 0.00 0.00 0.00 0.00 0.00
14-Sun 0.00 0.00 0.00 0.00 0.00
15-Mon 0.00 0.00 0.00 0.00 0.00
16-Tue 0 0.34 0.00 0.00 0.00 0.00
17-Wed 0.35 357 5.15 1 0.00 36 0.32 1 0.00 21 0.07 1
18-Thu 0.00 0.00 0.00 0.00 0.00
19-Fri 0 0.13 0.00 0.00 0.00 0.00
20-Sat 0.00 0.00 0.00 0.00 0.00
21-Sun 0.00 0.00 0.00 0.00 0.00
22-Mon 0.65 430 8.75 1 0.00 0.00 0.00 0.00
23-Tue 0.96 955 24.26 1 63 0.41 1 27 0.02 1 177 4.43 1 57 0.31 1
24-Wed 0.00 0.00 0.00 0.00 0.00
25-Thu 0.00 0.00 0.00 0.00 0.00
26-Fri 0.00 0.00 0.00 0.00 0.00
27-Sat 0 0.64 0.00 0.00 0.00 0.00
28-Sun 0 0.36 0.00 0.00 0.00 0.00
29-Mon 0.00 0.00 0.00 0.00 0.00
30-Tue 0.02 0.00 0.00 0.00 0.00 0.00
31-Wed 0.13 86 0.24 1 0.00 0.00 0.00 0.00

Min 0.02 0 63 27 27 21
Max 0.96 955 24.26 63 0.41 46 0.70 177 4.43 57 1.10
Avg 0.37

Total 2.98 3,060 54.21 7 63 0.41 1 154 1.18 4 204 4.83 2 175 1.76 4
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Date

Walker Station Diversion Warren Station Diverson West Station Diverson Read Station Diverson All Diversions

Duration Volume Number Duration Volume Number Duration Volume Number Duration Volume Number Duration Volume Number

Mins. MG Events Mins. MG Events Mins. MG Events Mins. MG Events Mins. MG Events

01-Mon 0.00 0.00 0.00 0.00 0.00
02-Tue 0.00 0.00 0.00 0.00 0.00
03-Wed 0.00 0.00 0.00 0.00 0.00
04-Thu 0.00 0.00 0.00 0.00 0.00
05-Fri 0.00 0.00 0.00 0.00 0.00
06-Sat 0.00 0.00 0.00 0.00 0.00
07-Sun 0.00 0.00 0.00 0.00 0.00
08-Mon 0.00 0.00 0.00 0.00 0.00
09-Tue 0.00 0.00 0.00 0.00 0.00
10-Wed 0.00 0.00 0.00 0.00 0.00
11-Thu 23 0.10 1 0.00 57 1.50 1 0.00 171 3.40 1
12-Fri 0.00 56 2.00 1 58 1.20 1 0.00 238 4.02 1
13-Sat 0.00 0.00 0.00 0.00 0.00
14-Sun 0.00 0.00 0.00 0.00 0.00
15-Mon 0.00 0.00 0.00 0.00 0.00
16-Tue 0.00 0.00 0.00 0.00 0.00
17-Wed 0.00 0.00 48 2.50 1 0.00 105 2.89 1
18-Thu 0.00 0.00 0.00 0.00 0.00
19-Fri 0.00 0.00 0.00 0.00 0.00
20-Sat 0.00 0.00 0.00 0.00 0.00
21-Sun 0.00 0.00 0.00 0.00 0.00
22-Mon 0.00 0.00 0.00 0.00 0.00
23-Tue 0.00 22 0.44 1 305 7.40 1 0.00 651 13.01 1
24-Wed 0.00 0.00 0.00 0.00 0.00
25-Thu 0.00 0.00 0.00 0.00 0.00
26-Fri 0.00 0.00 0.00 0.00 0.00
27-Sat 0.00 0.00 0.00 0.00 0.00
28-Sun 0.00 0.00 0.00 0.00 0.00
29-Mon 0.00 0.00 0.00 0.00 0.00
30-Tue 0.00 0.00 0.00 0.00 0.00
31-Wed 0.00 0.00 0.00 0.00 0.00

Min 23 22 48 105
Max 23 0.10 56 2.00 305 7.40 0.00 651 13.01
Avg

Total 23 0.10 1 78 2.44 2 468 12.60 4 0.00 1,165 23.32 4



Lowell Regional Wastewater Utility - MA0100633

Eff Chlorine Residual (SCADA 15 Min Max)
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Effluent Chlorine Residual: SCADA 15 Minute Maximum

WIMS (Lowell Regional Wastewater Utility)
Effluent Chlorine Residual
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